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Do residential stoves in a kitchen located in the fire station require a Type I hood 
with suppression system?  
 
No.  A residential stove is not commercial type cooking equipment as 
identified in 2001 California Mechanical Code Section 509.1, therefore does 
not require a Type I hood with fire suppression system 
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